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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
LOW-VOLTAGE SWITCHGEAR AND CONTROLGEAR –  

GUIDANCE FOR THE DEVELOPMENT OF EMBEDDED SOFTWARE  
 

FOREWORD 
1)  The International Elec trotechnical Commission ( IEC)  is a worldwide organization for standardization comprising 

all national elec trotechnical committees  ( IEC National Committees ) . The objec t of  IEC is  to promote 
international co-operation on all questions concerning standardization in the electrical and electronic f ields.  To  
this  end and in addit ion to other  activities, IEC publishes International Standards, Techni ca l  S pe c if i cat i ons ,  
Technical Repor ts , Public ly  A vailable Spec if ications  (PA S)  and Guides  (hereaf ter  ref er red to as  “ IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee intereste d 
in the subject dealt with may  participate in this preparat ory  w ork .  In t ern at i on al ,  go vern me nt al  a n d n on -
governmental organizations liaising with the IEC also par ticipate in this preparation. IEC collabo rat es  c l o sel y  
w ith the International Organization for Standardization (ISO) in accordance w i t h co nd i t i o ns  d et ermi n e d b y  
agreement between the tw o organizations. 

2)  The f ormal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committ ee  h as  r ep resen ta ti o n f ro m a l l  
interested IEC National Committees.  

3)  IEC Publications have the form of recommendations for international use and are accep te d b y  IEC Na t i o n a l  
Committees  in that sense. While all reasonable efforts are made to ensure that the tech ni cal  c on te nt  of  IEC 
Publications is accurate, IEC cannot be held responsi b l e f o r  t he  w a y  i n  w h i ch t h ey  a re u se d o r  f o r  a ny  
mis interpretation by any end user. 

4)  In order  to promote international uniformity, IEC National Committees undertake t o  a pp l y  IEC Pu b l i c a ti o ns  
transparently to the maximum extent possible in their national and r eg io na l  p ub l ica ti o ns .  A ny  d i verg en ce 
betw een any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5)  IEC itself does not provide any attestation of conformity. Independent cer tif ication bodies pro v id e c onf o rmi ty  
assessment services and, in some areas, access to IEC marks  of conformity. IEC is  not  r esp ons i b l e f o r  a ny  
services carried out by independent cert if ication bodies. 

6)  A ll users should ensure that they have the latest edition of this publication. 

7)  No liability  shall attach to IEC or  its  directors, employees, servants or agents including individual e xpe r ts  a n d 
members  of its technical committees and IEC National Committees for any personal injury, proper ty damage o r  
other  damage of any nature whatsoever, whether direct or indirect, or for  c os ts  ( i nc l ud i ng  l e ga l  f ees )  a n d 
expenses arising out of the publication, use of, or rel i a nce u p on , t h is  IEC Pu b l i c a t i on  o r  a ny  o t he r  IEC 
Publications.  

8)  A ttention is drawn to the Normative references cited in this publication. Use of the referenced p ub l i cat i ons  i s  
indispensable for the correct application of this publication. 

9)  A ttention is drawn to the possibility that some of the elements of this IEC Publicatio n ma y  be  t he  su bj ec t  of  
patent rights. IEC shall not be held responsible for identifying any or all such patent r ights. 

The main task  of IEC technical committees is  to prepare Internat ional Standards.  Howeve r ,  a  
technical committee may propose the publication of a technical report  when i t  has  c o l l ec ted  
data of a different  k ind from that  which is  normally  published as  an Internat ional Standard,  fo r  
example "s tate of the art " .  

IEC TR 63201,  which is  a technical report ,  has been prepared by  subcommi t tee  121A :  Low-
voltage switchgear and controlgear,  of IEC technical commit tee 121:  Switchgear and 
controlgear and their assemblies for low voltage.  

The tex t  of this  technical report  is  based on the fol lowing documents : 

Enquiry  draft Repor t on voting 

121A /256/DTR 121A /287A/RVDTR 

 
Full informat ion on the vot ing for the approval of this  technical report  can be found in the 
report  on vot ing indicated in the above table.  
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This  document  has been drafted in accordance with the ISO/IEC Direc t ives , Part  2.  

The commit tee has dec ided that  the contents of this  document  wil l  remain unchanged unt i l the 
s tabil i ty date indicated on the IEC webs ite under "ht tp: //webstore.iec.ch" in the data related t o  
the spec ific  document. At  this  date, the document  wil l be  

• reconfirmed,  

• withdrawn,  

• replaced by  a revised edit ion,  or 

• amended.  

 

A bi l ingual vers ion of this  publication may be issued at  a later date.  

 

IMPORTANT – The  'colour inside' logo on the  cover page of this publ ication indicates th a t  i t  
conta ins colours w hich a re  considered to be  use ful  for the  correct understanding of i ts 
contents.  Users should there fore print this document using a  colour printer. 
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INTRODUCTION 

Programmable elec t ronics are now being integrated within switchgear and  c on t ro l gear .  F o r  
example,  soft -starters, elec tronic overload relays ,  c ircuit -breakers with elec t ron ic  t r i p un i t s ,  
prox imity switches with built in micro-controllers and some acc es so r ies  s uch  as  ex t ens i on  
modules  and control panels  are us ing programmable elec t ronics  with embedded software 
called firmware.  This  embedded software often supports  the main funct ions (see 3.3) provided  
by  the equipment  such as  overcurrent  protec t ion and other import an t  func t i ons ,  e . g .  a l a rm  
detec t ion from monitoring devices . 

The integrat ion of embedded software within switchgear and controlgear should no t  deg rade  
the integrity  of their main funct ions compared to purely  elec t romechanical equipment .  
Therefore,  a minimum set  of s tandard requirements  for embedded software is  provided by  this  
document .  

This  document  takes into account  the ex is t ing best  prac t ices  for developing embedded 
software within safety  funct ions for automat ion given by  IEC 61508-3.  Funct ional safety  
approach is  mainly  used in machinery ,  automotive,  automat ion and process automation where 
safety  funct ions are implemented with multiple components  which should match a c ons i s ten t  
level of integrity  when combined.  In other sectors ,  such as  elec t ric  dis t ribut ion and power 
control sys tems, key functions such as  over-current  release,  res idua l  c u r ren t  re l eas e ,  l oad  
monitoring,  etc .  should fol low ins tal lat ion rules  and coordinat ion rules  which are 
sys temat ically  safety  and rel iabil i ty  related.  Therefore,  this  document  can be seen as 
providing the princ iples of the good prac t ice given by  IEC 61508-3.  

This  document  is  also intended to provide an up-to-date method with regards to the 
supplement  SE of UL 489.  

The intent ion of this  document  is  to provide guidance about :  

– risk  assessment  aspects  in relat ion to embedded software;  
– embedded software evaluat ion method;  
– software architec ture; 
– bas ic  coding rules ;  
– measures to control software errors ;  
– software verificat ion and its  relat ionship with the validat ion of the equipment  or sys tem. 

In this  document ,  the term “software” is  used as  a generalized term for embedded software.  
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LOW-VOLTAGE SWITCHGEAR AND CONTROLGEAR – 
GUIDANCE FOR THE DEVELOPMENT OF EMBEDDED SOFTWARE  

 
 

1 Scope 

This  document provides informat ion,  and recommended minimum requirements  related to 
embedded software support ing the main funct ions of switchgear and cont ro l gea r  du r i ng  t he  
whole l i fecyc le of the equipment .  It  inc ludes also the parameter i za t ion  as pect s  and  bas i c s  
about  secure coding s tandards . 

This  document  can be used in addit ion to product  s tandard requirem en t s  when  no t  a l ready  
covered.  

This  document  is  appropriate for new development  or major changes in ex is t ing equipment . 

This  document  is  not  intended to cover the funct ional safety of control sys tems for machi ne ry  
or for automat ion which are covered by  IEC 62061,  ISO 13849-1 and IEC 61508  (a l l  pa r t s ) ,  
neither the cybersecurity  risk which are covered by  ISO 27005,  and IEC 62443  (a l l  pa r t s ) .  I t  
gives only  some example of secure coding rules .  

NOTE Future new publication IEC TS 632081 is under development for implementing embedd ed  cybe rsecur it y  
measures within switchgear and controlgear based on ISO 27005 and IEC 62443 (all parts). 

2 Normative references 

The fol lowing documents  are referred to in the tex t  in such a way that  some or al l  of their 
content  const itutes  requirements  of this  document .  For dated references,  only  the edit ion 
c ited applies . For undated references,  the lates t edit ion of the referenced document (inc luding 
any amendments) applies . 

ISO/IEC 2382-1:1993,  Information technology – Vocabulary – Part  1:  Fundamental terms 

3 Terms and definitions 

For the purposes of this  document , the terms and definit ions given in ISO/IE C 2382 -1 : 1993 ,  
as  well as  the fol lowing apply .  

ISO and IEC maintain terminological databases for use in s tandardizat ion at  the fol lowing 
addresses:  

• IEC Elec tropedia: available at  ht tp: //www.elec tropedia.org/   

• ISO Online browsing plat form: available at  ht tp: / /www. iso.org/obp  

3.1  
embedded softw are 
software,  supplied by  the manufacturer, that  is  an integral part  of the equ i pm en t  and  t ha t  i s  
not  access ible for part ial modification 

Note 1 to entry: Firmw are and system software are examples of embedded software. 

Note 2 to entry: A n embedded software can be upgraded by an integral upload. 

__________ 
1  Future publication IEC TS 63208 is  cur rently at CD s tage. 
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